Economy in cost and space has been carefully considered?few hospitals are in a position to ignore these items?the design being cut down to the lowest figure and size compatible with efficiency. An effort has been made to avoid the faults so commonly seen in x-ray buildings in this country such as defects in light-proofing, ventilation, developing arrangements and accommodation for apparatus.
The building described consists of a main room for the plant, a dark-room and a store. It has been built on a well-raised plinth corresponding in height to that of the adjoining hospital building. The 
